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= PANEL BOARD SCHEDULE
E PANEL : LIGHTING CONTROL CENTER CW/ Sheet No.l6(5)
-
i LOAD i@é@ BRKR |WIRE |POLE AB C FPOLE | WIRE | BRKR giﬁg LOAD
Q| DESCRIPTION AMPS NO NO AMPS DESCRIFPTION
AglB dlc g AP|B @|C Y
PHOTOCELL /5 / ~ o — a4 *2 20 12 CIRCUIT * 2
PHOTOCELL /5 31 A | 4| 2| 20 /1.4
| e I
PHOTOCELL /5 5 — I 6 *#2 20 2.6 36 AMPS
CIRCUIT * | 10.8 20 *2 / ~e —~ 8 *2 20 10.6 CIRCUIT * 4
9 20 | *2 9 1 A o | — 10| *2 | 20 124
28.8 AMPS 9 20 | *2 | - I 2 | #2 20 /0.6 336 AMPS
CIRCUIT *3 |78 20 | *2 | 3|~} |
9 o |2 | 5|~ Tl ~]
24 AMPS /.2 20 #2 I’ —~ — /15
.7
/\4. /N
9 20 | *2 2~ o | — oc
288 AMPS 10.8 20 *2 253 — o 24
25 ~4 | 26
] Tl [~]28
29 | | 30
.7
3] I EE
4.
331~ ]34
35 |~ |36
37 | 38
4.
PN SEPNIEC
a | Rz
r TOT AL 50.2 | 0.8 | 50.2
BREAKER MINIMUM INTERRURPTING CAPACITY 14,000 AMPS SYMM.
MAINS 200 MAIN CIRCUIT BREAKER
VOLT AGE :480Y/2/77,3 PHASE,4 WIRE,SN
MOUNTING : CONTROL CENTER ON SHEET /6(5) CONTACTOR RATING 50 A

ROADWAY LIGHTING - PANEL BOARD DETAILS
PANEL BOARD SCHEDULE

PLAN NO. PROJECT FILE NO. SHEET NO.
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